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ZERTIFIKAT ¢ CERTIFICATE ¢

Attestation of Compliance Product Sevice
No. ES8N 1505 91327 005

Holder of Certificate: Oliver IGD Ltd

Triton House
Crosby Street

Stockport
Greater Manchester SK2 6TS

UNITED KINGDOM

Name of Object: Measuring instruments for gas or vapor
Advanced Gas Detection System

Model(s): Tocsin 920 Controller
Tocsin 640 Controller
TOC-30 Series Annunciator
TOC-20 Series Detector

Description of Rated Voltage: 110/230V AC

Object: Rated Frequency: 50/60Hz
Rated Current: 8.3A

Tested EN 61000-6-2:2005

according to: EN 61000-6-4:2007/A1:2011

EN 61000-3-2:2014
EN 61000-3-3:2013

This Attestation of Compliance is issued according to the Directive 2004/108/EC relating to
electromagnetic compatibility on a voluntary basis. It confirms that the listed apparatus complies
with all essential requirements of the EMC directive and applies anly to the sample and its
technical documentation submitted to TUV SUD Product Service GmbH for testing and
certification. See also notes overleaf.

Test report no.: 75929895 Report 01 Issue 1
Date, 2015-06-11 ( Jensen Adams )

conformity declaration the required CE marking can be affixed on the product. Other

c € After preparation of the necessary technical documentation as well as the EC
relevant directives have to be observed.
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